
DS 70 BANI< 2 13.8KV 

70·2 70·4 y 70-6 70~ 

6 -o 

IZ 

r m- ~ -('\ 

I -§}-
-

_-§- ~ ~ 
**""' -

~ ~ r-B-~ 
I 

~ -- I_~ 
i:~~~tJ~§1~-~~J 

-

I 

EQUIPMENT LIST 

NO. OEaC ... I PTION 

.L CA8LE. COPPER.IOOO MCM.-3/c.~ c3KV 
2 CONDV/1; 5H NQN·METAI.LIC CVST. 
3 CABLE COPPE~ 1000 MCM~ TAPED 

4 
AI.L GENERAL ELECTRIC METAL-CI.AO 
SW6R. & BUSWAYS CUST; 

6 WHM7 GOOA, 13.8KV REC Pt20Z5-I 
SERV Z-58740 K=/4400 

B WHM. 600A, 13.8 KV REC PIZOeS-2 
SERV 2-S9141 K= 14400 ; 

10 WHM, 600A~ 13.8·KV I?EC P120eS-.3 1 

SERV 2-5"91_42 K = 14400 ~ 

1 ~ WHM TOTAliZER REC M3T-182c.S t 

., $ERV Z.S874a TAPE 1(:96 COUNTER K:.Z4 

14 AIN CI/KUIT BREAKER 1200A , 
GENERAL ELECTRIC CUSl: 

- ... 

e43~·cDZ C<l39-eD3 E-1!9·ED4 E-139-tf)S 
\SeCT I SECT 2 SECT 3 SeCT 4 t--t--------=-------:----:----t 

1 / )E- NOTE; ALL LINE&. CIRCUIT 8N£AKER 
/3,8 KV :S¢ NUMBERS WITHIN IS 435 ARE CUSTOM£/fs 

I f)£5/6NATION. 
L/GHr AN.D POWER *~ ALL STATION E()tJ/PMENT EXCEPT 

METERING OWNED 8 Y CtiSTrJMEN. 

LOCATION: Mc.DONNEI.L·OOV6LAS 
REV. NO. 8J..IJ6 4 
TYPE OF STATION: I,AjDOOR 

DIIAW. CI<K ~20-A-::~ r-R-ECOII-111-EIII-DE-D -FOR_A_PP_AO ___ ,.... ___ ....~~......__ ____________ ~ 

CHEOlEJJfr-H·~~-II- 1o ONE LIN£ OPERATING DIAGRAM 
llmRD,__ _.uAd, . ~DONNELL -OOI/6lAS CORP 
DUIGII EHIIIURS ~v--.t ~-J· C'G.,. I-$ .. ~.3.9 19srJ.3 s, NORMANDIE AVE. 
~ . .. ·:. .... ""·;··· ...... ~_~, .... -

.,. ... ~;.....,. ;,.·:-,;.~-·~-' JtliiO.JICT ottAW .. I 
Af'NOY£1 A . . · POWEA SYSTEM 

1-------1 J-Ltt /...e.alfl-, IO!Mmllin'• IMTitt. ltOW[Il-CITY WlOS UGELES E439 EDI 
BOE-CS-0090036 
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FEEIJeR ?O·c =LINE I ~ 
15.8 KV 

SWGR SECTION I 

; 
I I iJr0l1=N 
I >-~~~) ) I 

'

BT ,LP/1 ,LPi ILP3u 
150A ISOA I200A 

L_j_ j_ .L 
8LlJG 4 I I I ::::e ~~~~2~-.;..., --
C439-ED3J'T tT tTG 

* CUSTOMeR DeSIGNATION 
ALL eQUIPMeNT PROPeRTY 0!= CfJ5 TOM~I'f. 

REV. NO. 
TYPE Of' STATION: 

EQUIPMENT LIST 

NO OEaC,_I PTION 

I AIR CIRCUIT BREAKeR 1 ML=T-~NCL 

Gt=Ne~AL eLeCTifiC cusr 
TRANS • .3-I~SOKVA, CONN I~ 600·?JtJOV 
Hl-l-c713800fl$_,..55/I~/I0/1?765-!300/~000Y 

j WESTINGH0t/5e TYPe Z'l Tlf ~ 
St=lf $/TI 730; Z(AVG)=6,4Y, CUST 
:SElf 31717 ~I CI.IST 
St=fl $1717.3Z CLJ5T 
TRANS.JI-3000KVA 1 3¢' COHN IJ800·4®Y/lJP(N 

9 
I-1!-IZ/13800/13-f..55/13110/l~ 765- -fOOOYf~jf»V 
WAGNeR TYPe 21 Tlf .a . 
St=/t .$6lZ 75 Z: 6.-'! 'lo Ct/ST 

TRANS,1·3000KVA, j tP1 CONN /Jd00·4POOY/lJQOY, 

13 
HHijl3400713.t/55]13/I071Z765-~()()0V/t3()(J'(, 
WAGNeR 7YPe ctr!f~ , 
5e!f 36Ze69 ~ = 5. 4 •;;, C l./S T ; 

I 

DIIAWII I<Y tJ·Z0·7C RECOIIMENOEO FOR APPAOII&l · 

CHE.OIEDRflok< 9•11•11) ONE LINe OPE~ATING DIAGRAM 
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FeEDER 70-6 =LINe 2 ~ SeC'TION 1 
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I 1 ~~3~-EJ:)4 
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*CUSTOMER De51GNATION 
ALL eQUIPMeNT PlfOPeRTY OF' C(I~TOMeR 

: f3L-;;;-;; 
\....:.. ...;"' 

&DG Z 
(HeAT T!f G=A T) 

~~~EN~FSTATION: EQtJ/PMENT L/ST E4.r9-£1JJA 
RECOMMENDED FOR APPROVAL t----t--r-~1====-----..,.0NE LINe OPe/fATING DIAGRAM 
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EQUIPMENT LIST 4~ 
4(1. 

NO. DESCRIPTION TITANS, 1-?000XVA 
AIR CIRCUIT 13~eAKt!R,M~T-cNCL ( ,t::I./TUR e) G 

I I 
GENI:RAL eLECTIVC CVST 45 

I 
CIRCUIT 8rreAKE.R) 600A ISKV 3 .....____ KeLMAN) TYPe MeS G!!J CV5T TRAN5 1 e- 750KVA f.--

F 

E 

f--

0 

c 

f--

B 

-

A 

I 

' 

5 CIRCUIT f3RcAkeR )600A, 13.6 KV 4!} 
(FU7t/~E) 

: ALL 15-CHALMERS TYPe OZ-?10 Ct/Sl l 
TRANS, 1-1500/fVA) 3¢ CONN /Jc()O --160V F . 
1.3ZOO -230 /460V -· I 

7 ALt.ls:...cHALMeRS · _·: ;, .. 
TRANS~I-ISOOKYA,~;.cONN. 1.3800-480 V ., . .. ~ ·.· . .• 

SL=If el6948 Z=S. 3% TYP~ CLISC Cf/5T ! 
TRAN5)1- ISOOI<VA, .3¢ CONN8tJ(}0--f60V 54 GENERAL eLECTRIC 

1/ SER C863781 Z=S.8S% CIJST 
WESTINGHOUSe TYPe l5"8 ' E ; se=/? 3161046 Z= G. 9'lo . C(I:5T , 
TRANS, I -15()0/'(VA) ~ ¢ CONN l~?tJ0-460V 

w 15 t3eoo -e30/4~ov 
ALL/5-CHALMe~S 
Ser? ei696SI z~s.~l1)/o TYPe CLISCC()$7 ! 
TRAN5 I-1500KVA 3¢ CONN 13800-460~ 

0 13 
WE5TINGHOU5E TYPE: 
ScR 3161048 Z= ~. !J "/" CI.!Si 
T!fANS d-1.50XVA CONN 13e00-4"0V I--

~3 GENEI?AL ELECTAIC 
3E~G813881 Z(AVG):::j.B% TYPe H:S C()ST c 
ScR 6813991 7YPeHS Cti5T 
.5ER 68139c5~ CU5T 
TRAN5) 1-ISOXVA, CONN 13800~ 120/?40V 

Z3 I 

MOLONeY I 

SeR 739105 cusr 
TRANSJ·C'OOOKVA ~~CONN 13800--MOY/t!'?JV B 

33 
GeNeRAL eLeCTRIC 
Self G- 8.S 735.9 Za 5.9 c;t" Ct/ST I--

TI?AII/5 1 1-Z500KVA 3¢1 CONN/~00- +~0 V 

I 37 
Gt=NL=RAL ELECTAIC A : 

SeR C-853780 Z: 5-94 °/D CU5T 
41 i 
42 
DRAWN I<.Y a-t4-7c RECOMMENDED FOR APPIIO'taL ON'= LINe OPeRATING 0/AGRAM CHECt<EO ~h'·ke. 9-!l-7o 
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